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[121]
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[40]

Ethernet Network Port

(Configure using

Pathscape Software)

24VDC Power Input

(Required)

* 485 Bus Port (4 Total)

* Each Bus Port supports 16 inserts (Master or Slave).

  Belden 9773 is recommended.

  Standard Cat5/5e/6 Ethernet cable suitable.

    Max Cable length:

 - Belden 9773: 1000'

- Ethernet: 500' Fastening mechanism designed

for 35 x 7.5mm DIN rail

Power status LED

Identify LED
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Ethernet Network Port

(Configure using

Pathscape Software)

24VDC Power Input

(Required)

Dry Contact Closure Inputs

(2 Terminal Blocks,

8 Total Circuits)

485 Bus Activity LED

(4 Total)

Contact Closure

Test Button

(8 Total Circuits)

Contact Closure

Activity LED

(8 Total Circuits)

Fastening mechanism designed

for 35 x 7.5mm DIN rail

Power status LED

Identify LED

* 485 Bus Port (4 Total)

* Each Bus Port supports 16 inserts (Master or Slave).

  Belden 9773 is recommended.

  Standard Cat5/5e/6 Ethernet cable suitable.

    Max Cable length:

 - Belden 9773: 1000'

- Ethernet: 500'
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Fastening mechanism designed

for 35 x 7.5mm DIN rail

Ethernet Network Port

(Configure using

Pathscape Software)

24VDC Power Input

(Required)

Dry Contact Closure Inputs

(4 Terminal Blocks,

16 Total Circuits)

485 Bus Activity LED

(4 Total)

Contact Closure

Test Button

(16 Total Circuits)

Contact Closure

Activity LED

(16 Total Circuits)

Power status LED

Identify LED

* 485 Bus Port (4 Total)

* Each Bus Port supports 16 inserts (Master or Slave).

  Belden 9773 is recommended.

  Standard Cat5/5e/6 Ethernet cable suitable.

    Max Cable length:

 - Belden 9773: 1000'

- Ethernet: 500'
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